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degrees Fahrenheit (average foam tem-
perature) shall be used. 

(5) For calculating the R value for 
coolers, the K factor of the foam at 55 
degrees Fahrenheit (average foam tem-
perature) shall be used. 

§ 431.305 [Reserved] 

ENERGY CONSERVATION STANDARDS 

§ 431.306 Energy conservation stand-
ards and their effective dates. 

(a) Each walk-in cooler or walk-in 
freezer manufactured on or after Janu-
ary 1, 2009, shall— 

(1) Have automatic door closers that 
firmly close all walk-in doors that have 
been closed to within 1 inch of full clo-
sure, except that this paragraph shall 
not apply to doors wider than 3 feet 9 
inches or taller than 7 feet; 

(2) Have strip doors, spring hinged 
doors, or other method of minimizing 
infiltration when doors are open; 

(3) Contain wall, ceiling, and door in-
sulation of at least R–25 for coolers and 
R–32 for freezers, except that this para-
graph shall not apply to glazed por-
tions of doors nor to structural mem-
bers; 

(4) Contain floor insulation of at 
least R–28 for freezers; 

(5) For evaporator fan motors of 
under 1 horsepower and less than 460 
volts, use— 

(i) Electronically commutated mo-
tors (brushless direct current motors); 
or 

(ii) 3-phase motors; 
(6) For condenser fan motors of under 

1 horsepower, use— 
(i) Electronically commutated mo-

tors (brushless direct current motors); 
(ii) Permanent split capacitor-type 

motors; or 
(iii) 3-phase motors; and 
(7) For all interior lights, use light 

sources with an efficacy of 40 lumens 
per watt or more, including ballast 
losses (if any), except that light 
sources with an efficacy of 40 lumens 
per watt or less, including ballast 
losses (if any), may be used in conjunc-
tion with a timer or device that turns 
off the lights within 15 minutes of 
when the walk-in cooler or walk-in 
freezer is not occupied by people. 

(b) Each walk-in cooler or walk-in 
freezer with transparent reach-in doors 

manufactured on or after January 1, 
2009, shall also meet the following spec-
ifications: 

(1) Transparent reach-in doors for 
walk-in freezers and windows in walk- 
in freezer doors shall be of triple-pane 
glass with either heat-reflective treat-
ed glass or gas fill. 

(2) Transparent reach-in doors for 
walk-in coolers and windows in walk-in 
cooler doors shall be— 

(i) Double-pane glass with heat-re-
flective treated glass and gas fill; or 

(ii) Triple-pane glass with either 
heat-reflective treated glass or gas fill. 

(3) If the walk-in cooler or walk-in 
freezer has an antisweat heater with-
out antisweat heat controls, the walk- 
in cooler and walk-in freezer shall have 
a total door rail, glass, and frame heat-
er power draw of not more than 7.1 
watts per square foot of door opening 
(for freezers) and 3.0 watts per square 
foot of door opening (for coolers). 

(4) If the walk-in cooler or walk-in 
freezer has an antisweat heater with 
antisweat heat controls, and the total 
door rail, glass, and frame heater 
power draw is more than 7.1 watts per 
square foot of door opening (for freez-
ers) and 3.0 watts per square foot of 
door opening (for coolers), the 
antisweat heat controls shall reduce 
the energy use of the antisweat heater 
in a quantity corresponding to the rel-
ative humidity in the air outside the 
door or to the condensation on the 
inner glass pane. 

Subpart S—Metal Halide Lamp 
Ballasts and Fixtures 

SOURCE: 74 FR 12075, Mar. 23, 2009, unless 
otherwise noted. 

§ 431.321 Purpose and scope. 

This subpart contains energy con-
servation requirements for metal ha-
lide lamp ballasts and fixtures, pursu-
ant to Part A of Title III of the Energy 
Policy and Conservation Act, as 
amended, 42 U.S.C. 6291–6309. 

[75 FR 10966, Mar. 9, 2010] 

VerDate Mar<15>2010 14:20 Feb 16, 2011 Jkt 223032 PO 00000 Frm 00519 Fmt 8010 Sfmt 8010 Y:\SGML\223032.XXX 223032W
R

ei
er

-A
vi

le
s 

on
 D

S
K

G
B

LS
3C

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2014-08-12T08:24:52-0400
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




